This Phase 1 Test Report documents the test activities and results completed for the Idaho National Laboratory (INL) sensor systems that will be deployed in the meso-scale test bed (MSTB) at Florida International University (FIU), as outlined in the ISDSN-MSTB Test Plan. This report captures the sensor system configuration tested; test parameters, testing procedure, any noted changes from the implementation plan, acquired test data sets, and processed results.
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Sensor System Goal & Objectives
INL will deploy an electrical resistivity network, thermocouples and advanced tensiometers within a grout monolith (i.e., MSTB) at FIU to determine if these sensor systems can detect fluid and monitor for fluid migration through the monolith. A deployed electrical resistivity network will monitor for resistivity changes in the monolith that could indicate the presence of fluid. Thermocouples will be placed proximal to the electrodes in the resistivity network to register a temperature change when fluid saturates the grout surrounding the sensor. Advanced tensiometers will measure the fluid potential adjacent to the fluid injection tubes to assess the development and advancement of the fluid front in the monolith. The AT sensor dimensions are 24 in by ¾ in, the PVC tube is 1in schedule 80 that will run from the surface to depth. A comparison of measurements between different sensor systems will demonstrate with high confidence the ability or inability of these systems to detect and monitor fluid flow in a grout monolith.
Phase 1 Test Parameters and Test Ranges
The sensor systems, test parameters and measurement ranges are provided in Table 1 . 
Sensor System Configuration
To demonstrate the capability of the system in the MSTB, electrodes and thermocouple strings were constructed (Figure 1 ), placed in water and activated to collect measurements and demonstrate system functionality. Metal objects were placed in the test tank to demonstrate the effect of conducting objects on the measurements. A second test was performed by placing eight electrodes and thermocouples on two strings in a 4-foot tall column, filling the column with grout ( Figure 2 ), and acquiring measurements as the grout cures. The complete system is illustrated on Figures 3 and 4. Advanced tensiometers were calibrated at the factory and they were not configured for functionality testing at INL. . Front view of test setup. The white box is the Campbell enclosure for ADAMS controller for the thermocouples, with the control computer to left. Computer in middle of photo is for electrical resistivity system which is the two grey boxes 1 black box, power supply and laptop.
System Calibration Testing
Electrodes are not calibrated to an absolute resistivity value, as it is a difference in resistivity between changing environments that produces meaningful data. Calibration in resistivity cannot be thought of in the same way that a resister is calibrated that is an important part of the system, the earth, cannot be measured directly as a resister is so only parts of the system can be measured directly and calibrated the whole system can only be looked at by comparing the same data points collected slightly different times and compared and one could look at trends over time to see how the system is behaving. The ISDSN system will be calibrated by 1; the system contains a very precise voltage source that the system with measure every 10,000 measurements to insure that the internal electronics are functioning properly, 2; that during the data collection 100 % reciprocity of data will be collected. Data reciprocity is where the receivers and transmitters are switched, see table 2, (An initial measurement is taken with one pair in transmission mode and the other in receiving mode, and a second measurement is obtained by switching the transmission-receiving mode on the electrode pairs. If the two sets of measurements agree within 10 percent, the electrodes are functioning properly) and the data collected again so the results from the two data points should be the same, the two are compared and if the difference between the points is less +/-10 percent (10 1 to 10 -1 ), with more than 90 percent of the data points falling within this range then the data sets are stable and the files can be processed with commercial inversion software. . Table 2 shows a partial set of measurements from the water tank data sets. Note that the transmitter and receiver values for Line 1 are the receiver and transmitter values for Line 990 and these measurements are within 10 percent of each other. In a similar fashion, Lines 2 and 991, Lines 3 and 992, etc, are compared and the measurements are within 10 percent. Thermocouple calibration was performed by recording measurements in air and then immersing the thermocouples in a water-ice bath (approximately 0 degrees Celsius) to verify the measurement was in the range of +/-2 degrees C. The first thermocouple was touching the side of the container and records slightly higher values, relative to other thermocouples. Results are shown in Table 3 . Table 3 . Thermocouple measurements before and immersed in ice bath.
Advanced tensiometers were calibrated at the factory and the certification sheet is provided in Attachment I.
Functional/Operability Test Procedure
The electrodes and thermocouples were configured as noted and illustrated above, and they were placed in a water tank and cement column to demonstrate the ability of the system to detect a change in resistivity and temperature. Electrode cables were hooked to a transmitter/receiver outside the tank and column, which in turn was connected to the control computer (Figures 3 and 4) . Cables from the thermocouples were attached to multiple ADAMS 4018 controllers (white box in Figure 4 ), which in turn were connected to a second control computer. All wiring configurations and connections were properly isolated to prevent electrical hazards. An electrical field was induced by the computer by sending an 8 Hz, 50% duty cycle square wave to the transmitter. Hundreds of resistivity and temperature measurements were received and stored on the independent control computers for data processing using proprietary software. Metal objects were placed in proximity to the electrodes in the water tank and hundreds of measurements were recorded to demonstrate the influence of metal on the resistivity measurements. Example data files are provided in Attachments II (temperature) and III (resistivity).
Advanced tensiometers were calibrated at the factory and the certification sheet is provided in Attachment I. 
Acquired Test Data Sets
For the electrical resistivity system, a 'to do' file directs the execution of sampling schedules, with each schedule being a unique measurement sequence. Each sampling schedule results in a data file that is generated about every three to four minutes. The thermocouples are interrogated for a measurement every 5 minutes. Examples of the data files are given in Attachments II (thermocouples) and III (electrodes).
The sample frequency for electrodes during the functionality test is much greater than the planned sampling frequency for the FIU MSTB, as the electrodes placed in the FIU MSTB cannot be continuously sampled because they may interfere with other sensor measurements.
Processed Data Results
The ADAMS 4018 controllers convert the voltage from the thermocouples into degrees Celsius, and the only processing required is to reduce the number of readings from every second to every hour. Attachment II shows the direct read out from the ADAMS 4018 controllers and Table 4 shows the processed data for the cement column. 25.780, 25.950, 26.480, 8/24/2011 17:45:29, 30.950, 35.920, 32.900, 31.290, 8/24/2011 18:45:46, 31.060, 36.410, 34.510, 31.490, 8/24/2011 19:45:40, 31.750, 37.240, 35.690, 31.670, 8/24/2011 20:45:31, 33.390, 39.600, 37.610, 32.790, 8/24/2011 21:45:40, 37.130, 45.310, 42.190, 35.490, 8/24/2011 22:45:10, 42.870, 55.940, 50.690, 40.370, 8/24/2011 23:45:49, 54.200, 77.160, 69.460, 50.860, 8/25/2011 00:45:40, 67.540, 85.970, 80.310, 65.490, 8/25/2011 01:45:37, 73.450, 88.690, 85.520, 73.850, 8/25/2011 02:45:48, 75.760, 87.770, 87.380, 80.310, 8/25/2011 03:45:05, 76.950, 85.160, 86.360, 83.190, 8/25/2011 04:45:07, 76.900, 81.680, 83.740, 83.320, 8/25/2011 05:45:14, 75.650, 77.930, 80.390, 81.650, 8/25/2011 06:45:47, 73.900, 74.140, 77.030, 79.340, 8/25/2011 07:45:47, 71.910, 70.500, 73.740, 76.680, 8/25/2011 08:45:27, 69.730, 67.030, 70.660, 73.950, 8/25/2011 09:35:05, 68.030, 64.270, 68.110, 71.590, 8/25/2011 10:45:58, 65.050, 60.620, 64.700, 68.160, 8/25/2011 11:45:20, 63.050, 58.070, 62.220, 65.620, 8/25/2011 12:45:14, 61.030, 55.720, 59.940, 63.320, 8/25/2011 13:45:00, 58.810, 53.310, 57.570, 60.860, 8/25/2011 14:45:20, 56.460, 50.720, 54.920, 58.090, A proprietary software algorithm is used to process the electrode data sets in Attachment III, and this step removes outlier values and provides QA/QC charts to assess the data set before final data reduction and image generation. Figure 5 plots the percent difference of the reciprocal resistivity versus the number of data sets, and the trending saw tooth pattern is a result of thermal effects in the grout as it cures. Calibration in resistivity is done in a few ways 1; the system contains a very precise voltage source that the system with measure every 10,000 measurements to insure that the internal electronics are functioning properly, 2; that during the data collection 100 % reciprocity of data will be collected. Data reciprocity is where the receivers and transmitters are switched, see table 2, and the data collected again so the results from the two data points should be the same, the two are compared and if the difference between the points is less +/-10 percent (10 1 to 10 -1 ), with more than 90 percent of the data points falling within this range then the data sets are stable and the files can be processed with commercial inversion software (AGI's Earth Imager and CTECH's Environmental Visualization System) to generate the final resistivity image. Images for the concrete cylinder ( Figure 6 ) and water tank, with and without metal objects (Figures 7 and 8) , show the final processed product. 
Conclusions
All Phase 1 test goals and objectives were met. The electrodes and thermocouples were calibrated and then deployed in water and grout media. All electric cables were insulated and the test area was roped off to identify the area as a potential hazard. Data files were generated and stored on the control computers. The electrode data files were processed to perform a QA/QC check prior to generation of the resistivity images. During Phase 2 testing in the FIU MSTB, the measurements obtained for the electrical resistivity system will have to be sequenced with other sensor systems to ensure that the measurement interrogation routine for the electrodes is carried out when other sensor systems are inactive. 35.200, 35.170, 35.230, 35.200 Aug 22 23:55:28, 35.400, 35.200, 35.170, 35.230, 35.200 Aug 22 23:55:29, 35.400, 35.200, 35.170, 35.230, 35.200 Aug 22 23:55:30, 35.400, 35.200, 35.170, 35.230, 35.200 Aug 22 23:55:31, 35.400, 35.200, 35.170, 35.230, 35.200 Aug 22 23:55:32, 35.400, 35.200, 35.170, 35.230, 35.200 Aug 22 23:55:33, 35.400, 35.200, 35.170, 35.230, 35.200 Aug 22 23:55:34, 35.400, 35.200, 35.170, 35.230, 35.200 Aug 22 23:55:35, 35.400, 35.200, 35.170, 35.230, 35.200 Aug 22 23:55:36, 35.400, 35.200, 35.170, 35.230, 35.200 Aug 22 23:55:37, 35.400, 35.200, 35.170, 35.230, 35.200 
Attachment I. Calibration Sheet for Advanced Tensiometers
